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STEAM PRV STATION DETAIL M~

SCALE: NONE \_/

NOTE:

1 SEE SHEET 4 FOR DESIGN NOTES.

KEYED NOTES

(1) CONNECT SENSING LINE TO A STRAIGHT
SECTION OF PIPING, MINIMUM 10 PIPE
DIA'S OR 24", WHICHEVER IS GREATER.

LOCATE TEST TEE WITH 1/2” VALVE AND
PLUG IN BOTTOM OF CONDENSATE LINE.

(3D 3/4” BYPASS FOR INITIAL WARM—UP.
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